CONTRACT NO. 66681

205406-WALLSECS.DGN

AS NOTED

= 4/087
ARR

PLOT DATE
FILE NAME
PLOT SCALE

USER NAME

FAPY sEcTiON CounTY | JOTAL [SHEET
STONE 324 (O DM DEKALB 24 8
COPING STA. TO STA.
FED. ROAD DIST, NO. 3 1ILLINO]S| FED. AID PROJECT
% CUT EXISTING STEEL BEAM OR WOOD /— f;f;ﬁfg INSULATION AND FINISH SYSTEM CONSTRUCTION SEQUENCE
JOIST. HAND REMOVE MATERIAL NEAR
AND AROUND MASONRY. FILL IN MASONRY HULT-UP ASPHALT ROOF SYSTEM AND |. REMOVE THE UTILITY CONNECTIONS TO THE BUILDING TO BE DEMOLISHED.
POCKET WITH APPROVED GROUT. i‘ [ 2xFRAMING TO BE REMOVED 2. REMOVE PCC AND BRICK SIDEWALKS. (STORE BRICKS FOR REUSE)
3. INSTALL TEMPORARY CHAIN LINK FENCE.
1
@ 4. REMOVE THE ROOF AREA IMMEDIATELY ADJACENT TO THE BUILDING TO THE WEST.
5

EXISTING ROOF SYSTEM
TO REMAN . REMOVE THE WOOD FLOOR FRAMING ON THE SECOND FLOOR IMMMEDIATELY ADJACENT
TO THE BUILDING TO THE WEST.

6. REMOVE THE STEEL FRAMING OF THE SECOND FLOOR CONNECTED TO THE BUILDING

TO THE WEST
o s 10 L SLUSFENDED ACOUSTIC CEILING 7. 55“4%}%% LTLEDYX@OT% FTLH%oVisE;RT/'xMING ON THE FIRST FLOOR. IMMMEDIATELY ADJACENT
INSTALL NEW E.F.1.S. WALL FINISH
(MODITY - AND REPATR A REGUIRED) 8. DEMOLISH THE REMANDER OF THE BUILDING AND BACKFILL.
_,,J%/ SECOND FLOOR 9. CONSTRUCT EXTERIOR INSULATION AND FINISH SYSTEM.

10. COMPLETE THE REMAINDER OF THE WORK.

REMOVE SHEATHING & FLOOR
on JOISTS EXTERIOR INSULATION AND FINISHSYSTEM (EFIS)

. THE EFl SYSTEM SHALL BE ONE OF THE FOLLOWING MANUFACTURES OR EQUAL.

TWO STORY MASONRY
A) STO CORP
__BUILDING _ 3800 CAMP CREEK PARKWAY
(TO BE REMOVED) BUILDING 1400, SUITE 120
ATLANTA, GA 3033 |
1-800-22 | -2397

_ BUILUING STO CLASSIC
(TO REMAIN) FINE SAND STOLIT FINISH

— = FIRST FLOOR COLOR: SANDSTONE

STRUCTURAL STEEL BEAM

TWO STORY MASONRY L
BUILDING SUSPENDED ACOUSTIC CEILING

N B) SENERGY, LLC
- 350 5T. JOHNS BLUFF ROAD SOUTH
/Y REMOVE SHEATHING ¢ FLOOR JOISTS JACKSONVILLE, FL 32224

(2-LAYERED FLOOR SYSTEM) 1-800-221-9255

SENERFLEX CLASSIC
4 FINE FINISH
COLOR: SANDMAN

PROPOSED FINAL GRADE
/ (SEE GRADING PLAN)

STONE FOUNDATION -
WALL (TO REMAIN) H—\

N PROVIDE APPROVED COMPACTED
FILL TO REQUIRED GRADE

LOWER LEVEL

BREAK UP OR PROVIDE 2" DIA. HOLES
IN CONCRETE FLOOR SLAB. HOLE SPACING
SHALL BE @ 12" MAX. CENTERS

v ASEVISI"NS BATE ILLINOIS DEPARTMENT OF TRANSPORTATION
upm BUILDING SECTION
SECTION "A FAP 324 (IL 38)
PARTY WALL SECTION (7) DM
NOT TO SCALE DEKALB COUNTY

VERT.
SCALE: HORIZ. DRAWN BY A.RR.

DATE CHECKED BY J.K.C.




